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VENTILATOR PRIVODNI POTRUBI
FAN SUPPLY DUCT
VENTILATOROVA KOMORA ODVODNi POTRUBI
FAN CHAMBER EXHAUST DUCT
FILTRACNI KOMORA ZPETNE POTRUBI
\\\\\\\\\\\\\ - —_— = = — FILTR CHAMBER CIRCULATION DUCT
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~ ™\ — 400 l-\=/l 800 630 : COOLER EXHAUST / CIRCULATION AIR
b = 400 — VODNI OHRIVAG PREFUKOVANY VZDUCH
1200 /AOO 400 HEATER TRANSFER AIR
| ELEKTRICKY OHRIVAC SANI
400 ELEKTRIC HEATER SUPPLY
] 400 PRAZDNA KOMORA VYFUK
400 m FREE CHAMBER EXHAUST
| LOo KOMORA S KLAPKOU RARRRNRAS TEPELNA IZOLACE
CHAMBER WITHDAMPER ~ Lrreesses HEAT INSULATION
VLHCICI KOMORA / TEPELNA IZOLACE S OPLECHOVANIM
HUMIDITY CHAMBER //// HEAT INSULATION WITH SHEET METAL
DESKOVY VYMENIK ZZT P AKUSTICKA 1ZOLACE
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§ g ‘ g PLATE EXCHANGER TCOVUSTIC IN'SULATION'
FAN-COIL CTYRHRANNE POTRUBI
FAN-COIL RECTANGULAR DUCT
—_ PRUZNA MANZETA KRUHOVE POTRUBI
FLEXIBLE FLANGE CIRCULAR DUCT
® (%] UZAVIRACI KLAPKA FLEXO POTRUBI
0.’0101 075001 DAMPER FLEXO DUCT
TLUMIC HLUKU
SILENCER
ZPETNA KLAPKA MNOZSTVi VZDUCHU
BACK DAMPER AIR FLOW
PROTIDESTOVA ZALUZIE ZAR. & xxx  CISLO ZARIZENi
RAIN LOUVERS DEVICE NUMBER
POZARNI KLAPKA SPODNI HRANA POTRUBI
FIRE DAMPER SH - XXX THE BOTTOM EDGE OF THE DUCT
DVERNi / STENOVA MRIZKA HORNI HRANA POTRUBI
DOOR / WALL GRILLE HH - XXX THE TOP EDGE OF THE DUCT
MRIZKA OSA POTRUBI
GRILLE OSA - XXX DUCT AXIS
ANEMOSTAT FRIVODNI S SERVOPOHON
SWIRL DIFFUSER SUPPLY SERVO
ANEMOSTAT ODVODNi

SWIRL DIFFUSER EXHAUST

TALIROVY VENTIL - PRIVOD / ODVOD
VALVE - SUPPLY / EXHAUST
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POZARNI 1ZOLACE 30min
POZARN{ 1ZOLACE 45min
POZARNI IZOLACE 60min

POZARNI 1ZOLACE 90min
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Projekty vzduchotechniky
. ] L ] Tufanka 115a, 627 00 Brno
Investor: Pardubicky kraj, Komenského ndmésti 125, 532 11 Pardubice tel.: +420 544 500 811
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